In a three-phase four-wire distribution network, the load unbalance can be compensated by the use of an unbalanced three-phase reactive compensator, containing six single-phase coils and capacitors, grouped into two distinct circuits, having Yn and delta connections. In (Pan a et al., 2020) is presented a method of calculating the equivalent susceptances of the six reactive elements, so that they are capacitive or null. The paper demonstrates that a power factor improvement and a total or partial balancing of an unbalanced inductive load can be achieved by using an unbalanced capacitive compensator. The calculation method can be implemented in the control system of a SVC containing only single-phase capacitor banks. In this DiB article are presented additional data and information, obtained by numerical analysis, simulation-modeling and experimental determinations performed with the purpose of validation of the calculation method proposed in (Pan a et al., 2020) .
Data
This article presents the numeric data used in and obtained by:
-numerical analysis (MathCAD), -modeling and simulation software (Matlab-Simulink), -experimental determinations in the laboratory.
These were performed with the purpose of validating the correctness of the mathematical model of calculating (sizing) method of the susceptances of an unbalanced capacitive compensator designed to power factor improvement and load balancing in a three-phase four-wire network. The method was presented in [1] and consists in determining the computation relations for the compensator susceptances, valid for nine possible types of load. The load types were defined based on the values of the load sequence current components, components targeted by the compensator action.
In addition to the data and information provided in [1] , this paper presents data from the numerical analysis of unbalanced capacitive compensation for 14 (13) particular cases of the load structure. To highlight the influence of the load power factor and the relative values of the negative and zero sequence components on the load balancing level that can be obtained by unbalanced capacitive Specifications Table   Subject area  Energy  More specific subject area  Electrical Distribution Networks, Electrical Power Quality  Type of data  Tables, graphs  How data was acquired MathCAD Numerical analysis, Matlab-Simulink modeling an simulation, Experimental determinations using Mavowatt 230 -Power Quality Analizer, usual equipment from an electrical engineering laboratory Data format Raw and analyzed Experimental factors
To verify the mathematical model's correctness, a three-phase circuit was built in the electrical engineering laboratory. The values of the circuit and of the supply voltage parameters were set as close as possible to the values considered in the numerical analysis.
Experimental features
The experiment was performed under real laboratory conditions, so that the effects on the data due to the non-symmetry and non-sinusoidal nature of the three-phase supply voltage set could not be avoided. The deviations coming from the difference between the real conditions of the experimental determinations and the ideal conditions, in which numerical analysis and software simulation have been performed, can be neglected. Data source location Politehnica University, Timisoara, Romania Data accessibility
The data is within this article Related research article Value of the data The data are useful to demonstrate that an unbalanced three-phase active-inductive load can be fully or partially balanced, within a unitary power factor, through unbalanced capacitive compensation;
The data allow for a detailed verification of the energy mechanism of balancing an unbalanced active-inductive load through unbalanced capacitance compensation; Data can be used to compare the various methods of sizing an unbalanced capacitive compensator; The data are valuable in that it provides all the information necessary for the experimental verification of the correctness of the method and the behavior of the unbalanced capacitive compensator for a large number of particular cases of load; The data may facilitate future research work on the design, construction and optimization of a Static Var Compensator (SVC) type Adaptive Balancing Capacitive Compensator (ABCC) in which control system an algorithm based on the method described in [1] has been implemented.
compensation, all 14 (13) particular cases were chosen as belonging to type 1 of load, defined in [1] . The 14 (13) cases were divided into two groups as follows: The input and output data of the numerical analysis for the first group of particular cases are presented in Tables 1.1e1 .5, and those for the second group are presented in Tables 2.1e2.5. The parameter and electrical quantities notes are the same as in [1] and the output data of the analysis corresponds to the same three-phase circuit sections:
-Section 1 -unbalanced load; -Section 2 -Yn compensator;
-Section 3 -D compensator; -Section 4 -YnþD compensator; -Section 5 -PCC.
Cases 1 and 8 of the load structure are the same. In fact, 13 particular cases of load were presented. The output data of the numerical analysis are practically identical to those obtained by modeling and simulation performed using the Matlab-Simulink. To demonstrate this statement, the models and the simulation data for only two of the particular cases are presented: the case of the load where BCC1_1 (identical to BCC1_8) was installed ( Fig. 1 ) and the case of the load where BCC1_14 was installed (Fig. 2) . In Fig. 3 are presented, face to face, the phase voltages and currents waveforms in the five analyzed sections, for the two particular cases modeled and simulated by Matlab-Simulink.
Experimental design, materials and methods
In order to demonstrate the correctness of the method of determination of the unbalanced capacitive compensator susceptances values respectively of the values obtained by power flow calculation (Mathcad) and modeling-simulation (Matlab-Simulink), experimental laboratory determinations were performed. For this purpose, only the particular case of BCC 5 use, defined in [1] , which is more interesting than the others, because it allows totally load balancing, was considered.
The three-phase circuits were built based on the simplified electrical schema presented in [1] . The installation of the circuit elements and the recording equipment is shown in Fig. 4 . The circuit elements have been adjusted so that the values of the equivalent parameters are as close as possible to those applied in the numerical study of normal operation regime for both unbalanced load and for BCC 5.
A power quality analyzer, type MAVOWATT 230, was used for measurements. Fig. 4 presents the electrical schema of the circuits built in the laboratory to perform experimental determinations.
For the five sections of interest of the three-phase circuit, the following data were extracted in graphical form and they were included in [1] : 
[A] 1:364 the rms values of phase voltages and currents, the values of active and reactive powers; the waveforms of the phase voltages and corresponding currents; the phasor diagrams of phase voltages and currents.
As expected, the data provided by experimental determinations are not identical to those provided by calculation (Mathcad) or simulation (Matlab-Simulink). In fact, simulation is based on numerical methods and algorithms for solving electrical circuits, so it is also a calculation. As it can be seen, between the data provided by the calculation and simulation, there is an almost perfect identity.
Experimental determinations were performed in conditions more or less close to ideal ones, in which the calculation and simulation were done as follows:
The power supply of the circuit was a three-phase autotransformer connected directly to the laboratory installation with a rated voltage of 230/400 V. Thus, due to both the supply network and the constructive unbalance of the autotransformer, the three-phase voltage set is neither symmetrical either as rms values and as phase shift. These non-symmetries are, however, very small. The percentage deviations from the reference values (values considered in numerical analysis and simulation) have the maximum values of 2.52% for rms values and 0.33% for phase shifts. The fact that the voltage asymmetries provided by the source used for experimental determinations can be neglected is also supported by the very small values of their negative and zero sequence components, which do not exceed the value of 0.6% relative to the positive sequence component.
The second cause of deviations of the values obtained by experimental determinations from those obtained by calculation, is the presence of voltages and currents harmonic regime. The voltage distortion mainly due to the network and the non-linearity of the autotransformer. However, the total harmonic distortion of the phase voltages does not exceed 4%. The currents distortion come from the distorted supply voltages, but at the same time it is amplified due to the presence of non-linear circuit elements: single-phase ferromagnetic core coils used as inductive loads, respectively single-phase electrolytic capacitors used in the construction of the two three-phase compensators. However, the THD values for currents remained within reasonable limits, which did not exceed 15%. The third cause of the deviations comes from the fact that the coils and capacitors intervene in the circuit, in addition to the reactive, dominant components, by their active components corresponding to the losses of active power produced in the windings, the ferromagnetic cores and the dielectric materials.
The fourth cause of deviations is itself the instrument of measurement. The Mavowatt 230 is actually a digital power quality analyzer. The measured voltages were acquired in a single node (at source) but in order to obtain the currents respective the powers in the five sections of the circuit, the measurements were repeated after the current clamps were moved. The measurement errors are very small, but especially in the case of currents, they are influenced by the rms measured values. It is known that measuring currents by using current transformers (current clamps) at much lower rms values than rated currents, the measurement errors are very high (even over ±5%). When measuring phase shifts (angles), errors are even greater. In addition, measured voltages and currents distortion leads to an additional increase in measurement errors.
To facilitate a direct comparison of experimentally obtained values with those obtained from the calculation they were grouped face-to-face in Tables 3.1e3.5. Also here it can be seen the percentages of deviations for all determined amounts. 
